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 Fittings) (for Chart LengthRestraint

Tee  BendHorizontal  BendVertical Reducer  End/ValveDead

a  (branch)b a  Bend) (Topa  Bend) (Bottoma a a

 SizeNomial 6" 8" 12" 11 4
1 22 2

1 45 90 45 45 6"

6" 31' 28' 4' 7' 15' 35' 26' 6' 63'

8" 5' 10' 19' 46' 34' 8' 82'

12" 65' 1' 33' 83' 7' 13' 27' 64' 48' 11' 84' 116'
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SE = 0.04
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75.00' RT
EXIST. R/W
+55.00 -L-

80.00' RT
+20.00 -L-

90.00' RT
EXIST. R/W
+55.00 -L-

EXIST. R/W

+75.00 -EY3-

1 2

3

113.42' LT
+63.98 -L-

77.48' LT
+01.72 -L-

35

120 LF OF 12" WATER LINE

44 LF OF 6" WATER LINE

20 LF OF 12" WATER LINE

OF UTILITY LINE
ABANDON 400 LF 

ADJUST MANHOLE - 1 EA.

ADJUST VALVE BOX - 1 EA.

6' X 6" TEE - 1 EA
6" GATE VALVE - 2 EA

SEE SHEET UC-3E FOR SPECIFIC LENGTHS FOR FITTINGS.
THE ACTUAL QUANTITY ON THE ACTUAL FIELD CONDITIONS.
12" - 303 LF
6" - 44 LF
WATER PIPE FOR THIS PLAN SHEET IS:
THE ESTIMATED QUANTITY RESTRAINED JOINT

FIELD CONDITIONS.
OF FITTINGS WILL VARY BASED ON THE ACTUAL 
587 POUNDS. THE ACTUAL QUANTITY AND TYPE 
WATER PIPE FITTINGS ON THIS PLAN SHEET IS 
THE ESTIMATED QUANTITY OF DUCTILE IRON 

12" X 6" REDUCER - 1 EA.
12" GATE VALVE - 1 EA.
12" X 12" TEE - 1 EA.

RECONNECT WATER METER - 2 EA.

ADJUST METER BOX - 1 EA.

RELOCATE FIRE HYDRANT - 1 EA.

THIS SHEET
396 LF OF 12" WATER LINE

12" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
12" PLUG - 1 EA.
12" GATE VALVE - 1 EA.
12" X 12" TEE - 1 EA.
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